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INSTALLATION INSTRUCTIONS for
HEALY SYSTEMS, INC.

CLEAN AIR SEPARATOR

processor vessel that contains a fuel resistant bladder to hold excess gasoline vapors that may develop in 

for the Underground Storage Tank (UST) system.  
Separator and the vent line(s) is allowable if required by the local Authority Having Jurisdiction 
(AHJ) to meet seismic requirements.

”/foot slope required for 
the rest of the one inch galvanized piping.  The local contractor is responsible to provide all necessary, 

plumbing to the vent system is accomplished.
Website: m

Email: sales@franklinfueling.com
Telephone: 800-225-9787



Page 22

riser pipe before going into the bladder.  An inspection of the need to drain the bladder is easily 

drained.

Should it be necessary to drain the bladder:

lines.

capable of handling liquid.  Have a liquid tight, container suitable for gasoline positioned 

(E) and return the ball valves to their normal, locked, positions.

vertical risers.

opening.

5. Return all ball valves to their normal locked positions.
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